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PHASE 4 - 3RD FLOOR PLAN AREA B - DEMO

1 EXISTING PLUMBING FIXTURE AND ASSOCIATED PIPING AND SUPPORTS TO BE REMOVED. CAP
PIPING BRANCH TO REMAIN BACK AT MAIN OR STACK OR AS INDICATED.

2 EXISTING PIPING AND ASSOCIATED SUPPORTS TO BE REMOVED.

3 EXISTING MEDICAL GAS ZONE VALVE PANEL ASSEMBLY TO BE REMOVED.

4 EXISTING MEDICAL GAS PIPING AND ASSOCIATED SUPPORTS TO EXISTING SURGERY
EQUIPMENT AND OUTLETS TO BE REMOVED.

5 EXISTING MEDICAL GAS PIPING TO PATIENT HEAD WALL UNIT TO BE REMOVED.
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1 EXISTING PLUMBING FIXTURE AND ASSOCIATED PIPING AND SUPPORTS TO BE REMOVED. CAP
PIPING BRANCH TO REMAIN BACK AT MAIN OR STACK OR AS INDICATED.

2 EXISTING PIPING AND ASSOCIATED SUPPORTS TO BE REMOVED.
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2. REFER TO DRAWINGS P3.01 TO P3.0X FOR PLUMBING SYSTEM RISER DIAGRAMS
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4. REFER TO DRAWING P5.01 FOR PLUMBING SCHEDULES
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DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.
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 1/4" = 1'-0"1
PHASE 4 - 3RD FLOOR PLAN AREA A - NEW WORK

1 (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO SURGICAL COLUMN/EQUIPMENT BOOM.

2 1/2" N2O, (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO ANESTHESIA COLUMN/BOOM.

3 1/2" N2O, 3/4" MV, 1/2" O2, & 1/2" MA DROP TO WALL OUTLETS, REFER TO ARCH DWGS FOR
QUANITY AND ARRANGEMENT.

4 1/2" N2 DROP TO PRESSURE CONTROL PANEL.

5 3/4" MV, 1/2" O2 & 1/2" MA DROP TO HEAD WALL.

6 1-1/2" MV, 3/4" O2 & 3/4" MA DROP TO ZONE VALVE BOX, REFER TO DETAIL 4/P4.01.

7 1-1/2" SAN DN & 1-1/2" VENT RISE.

8 1/2" DCW & 1/2" DHW DROP.

9 4" SAN DN & 2" VENT RISE.

10 1-1/2" DCW & 3/4" DHW DROP.

11 3/4" DCW & 3/4" DHW DROP.

12 1-1/2" DCW & 1/2" DHW DROP.

13 2" SAN DN & 1-1/2" VENT RISE.

14 ALL LABOR AND MATERIAL TO SUPPORT NEW AND RELOCATED SURGICAL EQUIPMENT BOOMS,
LIGHT BOOMS, AND GAS COLUMNS, INCLUDING, BUT NOT LIMITED TO, ALL NECESSARY
SUPPLEMENTAL STRUCTURAL STEEL FRAMING AND SUPPORTS TO BE PROVIDED AND
INSTALLED BY BOOM/COLUMN MANUFACTURER.  TYPICAL FOR ROOMS 3B-135, 3B-136, 3B-137,
3B-139, 3B-141, 3B-143 (OR’S 1-6).  REFER TO MANUFACTURER SUBMITTED DETAILS AND
DRAWINGS.  MANUFACTURER TO SUBMIT FRAMING PLANS AND CALCULATIONS, STAMPED BY A
PROFESSIONAL ENGINEER, OF NEW AND RELOCATED EQUIPMENT SUPPORTS ATTACHED TO
EXISTING OR NEW STRUCTURES, TO THE ENGINEER FOR REVIEW PRIOR TO STARTING THE
WORK.  CONTRACTOR TO COORDINATE WORK WITH ALL TRADES PRIOR TO STARTING THE
WORK.

15 CAP FOR FUTURE PHASE EXTENSION.

16 CAP 1/2" DCW, 1/2" DHW & 1-1/2" SAN AT WALL FOR FUTURE SINK.
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1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.

ALTERNATE NOTE

1 (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO SURGICAL COLUMN/EQUIPMENT BOOM.

2 1/2" N2O, (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO ANESTHESIA COLUMN/BOOM.

3 1/2" N2O, 3/4" MV, 1/2" O2, & 1/2" MA DROP TO WALL OUTLETS, REFER TO ARCH DWGS FOR
QUANITY AND ARRANGEMENT.

4 1/2" N2 DROP TO PRESSURE CONTROL PANEL.

5 NOT USED.

6 NOT USED.

7 1-1/2" SAN DN & 1-1/2" VENT RISE.

8 1/2" DCW & 1/2" DHW DROP.

9 4" SAN DN & 2" VENT RISE.

10 1-1/2" DCW & 3/4" DHW DROP.

11 3/4" DCW & 3/4" DHW DROP.

12 NOT USED.

13 NOT USED.

14 ALL LABOR AND MATERIAL TO SUPPORT NEW AND RELOCATED SURGICAL EQUIPMENT BOOMS,
LIGHT BOOMS, AND GAS COLUMNS, INCLUDING, BUT NOT LIMITED TO, ALL NECESSARY
SUPPLEMENTAL STRUCTURAL STEEL FRAMING AND SUPPORTS TO BE PROVIDED AND
INSTALLED BY BOOM/COLUMN MANUFACTURER.  TYPICAL FOR ROOMS 3B-135, 3B-136, 3B-137,
3B-139, 3B-141, 3B-143 (OR’S 1-6).  REFER TO MANUFACTURER SUBMITTED DETAILS AND
DRAWINGS.  MANUFACTURER TO SUBMIT FRAMING PLANS AND CALCULATIONS, STAMPED BY A
PROFESSIONAL ENGINEER, OF NEW AND RELOCATED EQUIPMENT SUPPORTS ATTACHED TO
EXISTING OR NEW STRUCTURES, TO THE ENGINEER FOR REVIEW PRIOR TO STARTING THE
WORK.  CONTRACTOR TO COORDINATE WORK WITH ALL TRADES PRIOR TO STARTING THE
WORK.

15 NOT USED.

16 CAP 1/2" DCW, 1/2" DHW & 1-1/2" SAN AT WALL FOR FUTURE SINK.
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1 1-1/2" SAN DN & 1-1/2" VENT RISE.

2 1/2" DCW & 1/2" DHW DROP.

3 NOT USED.

4 1-1/2" DCW & 1/2" DHW DROP.

5 4" SAN DN & 2" VENT RISE.

6 1-1/2" DCW & 3/4" DHW DROP.

7 1-1/2" SAN DROP & 1-1/2" VENT RISE.

8 1-1/2" DCW DROP.

9 2" SAN DN & 2" VENT RISE.

10 3/4" DCW & 3/4" DHW DROP.

11 3/4" MV, 1/2" O2 & 1/2" MA DROP TO HEAD WALL.

12 1/2" DCW DROP.

13 1-1/2" VENT RISE & DN.
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10 3/4" DCW & 3/4" DHW DROP.

11 3/4" MV, 1/2" O2 & 1/2" MA DROP TO HEAD WALL.

12 1/2" DCW DROP.

13 1-1/2" VENT RISE & DN.
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SANITARY WASTE SYSTEM

1 3" SAN UP TO FD INSTALLED IN PEM BY MANUFACTURER.

2 CAP 1/2" DCW, 1/2" DHW & 1-1/2" SAN AT WALL FOR FUTURE SINK.
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DOMESTIC WATER SYSTEM

1 1" DCW UP TO PEM MAKE UP WATER CONNECTION, SHUT-OFF VALVES AND BFP ASSEMBLY
PROVIDED BY PEM MANUFACTURER.

2 CAP 1/2" DCW, 1/2" DHW & 1-1/2" SAN AT WALL FOR FUTURE SINK.
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1. MECHANICALLY SECURE CYLINDERS TO PREVENT DAMAGE.
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TEMPORARY 3/4" N2 & 3/4" N2O
PIPING TO BE REMOVED IN PHASE
6 WITH INSTALLATION OF NEW
CYLINDER MANIFOLDS
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MEDICAL GAS FLOW DIAGRAM

1 1/2" N2, 1/2" N2O, 1" MV, 1/2" O2, & 1/2" MA DROP TO ZONE VALVE BOX, REFER TO DETAIL 4/P4.01.

2 1/2" N2O, 1" MV, 1/2" O2, & 1/2" MA DROP TO ZONE VALVE BOX, REFER TO DETAIL 4/P4.01.

3 1/2" N2 DROP TO PRESSURE CONTROL PANEL.

4 1/2" N2O, (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO ANESTHESIA COLUMN/BOOM.

5 1/2" N2, 1/2" N2O, 3/4" MV, 1/2" O2, & 1/2" MA DROP TO WALL OUTLETS, REFER TO ARCH DWGS
FOR QUANITY AND ARRANGEMENT.

6 (2)3/4" MV, 1/2" O2, & 1/2" MA DROP TO SURGICAL COLUMN/EQUIPMENT BOOM.

7 1/2" N2O, 3/4" MV, 1/2" O2, & 1/2" MA DROP TO WALL OUTLETS, REFER TO ARCH DWGS FOR
QUANITY AND ARRANGEMENT.

8 3/4" MV, 1/2" O2 & 1/2" MA DROP TO HEAD WALL.

9 1-1/2" MV, 3/4" O2 & 3/4" MA DROP TO ZONE VALVE BOX, REFER TO DETAIL 4/P4.01.

10 3/4" MV, 1/2" O2 & 1/2" MA DROP TO WALL OUTLETS, REFER TO ARCH DWGS FOR QUANITY AND
ARRANGEMENT.

11 CAP FOR FUTURE PHASE EXTENSION.
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GENERAL SHEET NOTES:
1. REFER TO DRAWING P0.01 FOR PLUMBING SYMBOLS ABBREVIATIONS AND GENERAL NOTES.
2. REFER TO DRAWINGS P3.01 TO P3.0X FOR PLUMBING SYSTEM RISER DIAGRAMS
3. REFER TO DRAWINGS P4.01 TO P4.02 FOR PLUMBING DETAILS
4. REFER TO DRAWING P5.01 FOR PLUMBING SCHEDULES
5. REFER TO DRAWING P6.01FOR MEDICAL GAS SYSTEM FLOW DIAGRAM


